Western Area Power Administration Starting Forecast Month: March 2020
Sierra Nevada Region
Twelve-Month Forecast of CVP Generation and Base Resource
March 2020 Through February 2021
Values at Load Center (Tracy Substation)
Exceedence Level:  90% (Dry
CVP Generation Project Use First Preference Reg & Res Purchases and Exchanges Base Resource
Additional
Estimated PU & FP PU & FP Ancilliary Project Energy
Month CVP Peak Project Use| First Pref.  First Pref. Ancillary PU Forward  Capacity Energy (This Services Capacity Available
Maximum  CVP Energy | Project Use (PU) Load | (FP) Peak (FP) Load Services |Purchase Off- Purchase  Purchase column for  Purchase |Available for for Base  Capacity
Capability ~ Generation Demand Energy Demand Energy Capacity Peak Energy  Regmts. Regmts. future use) Regmt. BR Resource Factor
(MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (MW) (GWh) (%)
Column A T B T ] D E_ | G H | T | C_ | W™ N [ o [ P
Mar-2020 1305 260 110 110 223 16.6 182.0 0.0 0.0 0.0 0.0 990.7 133.4 18.1
Apr-2020 1565 440 45 25 19.8 14.3 182.0 0.0 0.0 0.0 0.0 1,318.2 400.7 40.9
May-2020 1435 500 60 40 19.0 14.1 182.0 0.0 0.0 0.0 0.0 1,174.0 445.9 52.7
Jun-2020 1605 590 85 50 20.1 145 182.0 0.0 0.0 0.0 0.0 1,317.9 525.5 53.6
Jul-2020 1705 590 105 60 21.3 15.9 182.0 0.0 0.0 0.0 0.0 1,396.7 514.1 51.1
Aug-2020 1615 490 145 85 22.3 16.6 182.0 0.0 0.0 0.0 0.0 1,265.7 388.4 41.2
Sep-2020 1305 340 170 110 20.7 14.9 182.0 0.0 0.0 0.0 0.0 932.3 215.1 31.0
Oct-2020 1190 230 150 130 20.5 15.3 182.0 0.0 0.0 0.0 0.0 837.5 84.7 145
Nov-2020 1175 170 100 95 22.6 16.3 182.0 0.0 0.0 0.0 0.0 870.4 58.7 9.1
Dec-2020 1185 150 80 90 245 18.2 182.0 0.0 0.0 0.0 0.0 898.5 41.8 6.5
Jan-2021 1320 140 150 150 24.9 18.5 182.0 0.0 0.0 28.5 0.0 963.1 0.0 0.0
Feb-2021 1140 200 175 145 25.6 17.2 182.0 0.0 0.0 0.0 0.0 757.4 37.8 6.9
Total 16,545.0 4,100.0 1,375.0 1,090.0 263.8 192.4 0.0 28.5 2,846.2
Exceedence Level  50% (Average
CVP Generation Project Use First Preference Reg & Res Purchases and Exchanges Base Resource
Additional
Estimated PU & FP PU & FP Ancilliary Project Energy
Month Maximum Peak Project Use| First Pref.  First Pref. Ancillary PU Forward ~ Capacity Energy (This Services Capacity Available
CvP CVP Energy | Project Use (PU) Load | (FP)Peak (FP) Load Services |Purchase Off- Purchase  Purchase column for  Purchase |Available for for Base  Capacity
Capacity Generation Demand Energy Demand Energy Capacity Peak Energy  Regmts. Regmts. future use) Regmt. BR Resource Factor
(MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (MW) (GWh) (%)
Column A I B [ E_ | F G H I T | [ N [ o [ P
Mar-2020 1315 300.0 135.0 145.0 22.3 16.6 182.0 0.0 0.0 0.0 0.0 975.7 138.4 19.1
Apr-2020 1585 400.0 95.0 60.0 19.8 143 182.0 0.0 0.0 0.0 0.0 1,288.2 325.7 34.0
May-2020 1460 470.0 100.0 65.0 19.0 14.1 182.0 0.0 0.0 0.0 0.0 1,159.0 390.9 46.8
Jun-2020 1630 610.0 105.0 65.0 20.1 145 182.0 0.0 0.0 0.0 0.0 1532219) 530.5 539
Jul-2020 1760 630.0 185.0 115.0 21.3 159 182.0 0.0 0.0 0.0 0.0 1,371.7 499.1 50.5
Aug-2020 1660 520.0 205.0 125.0 22:3 16.6 182.0 0.0 0.0 0.0 0.0 1,250.7 378.4 40.7
Sep-2020 1345 370.0 170.0 115.0 20.7 14.9 182.0 0.0 0.0 0.0 0.0 972.3 240.1 33.2
Oct-2020 1230 250.0 150.0 125.0 20.5 153 182.0 0.0 0.0 0.0 0.0 877.5 109.7 18.0
Nov-2020 1220 170.0 125.0 110.0 22.6 16.3 182.0 0.0 0.0 0.0 0.0 890.4 43.7 6.6
Dec-2020 1235 160.0 165.0 150.0 245 18.2 182.0 0.0 0.0 8.2 0.0 863.5 0.0 0.0
Jan-2021 1390 170.0 150.0 150.0 24.9 18.5 182.0 0.0 0.0 0.0 0.0 1,033.1 15 0.2
Feb-2021 1220 190.0 150.0 145.0 25.6 17.2 182.0 0.0 0.0 0.0 0.0 862.4 27.8 4.5
Total 17,050.0 4,240.0 1,735.0 1,370.0 263.8 192.4 0.0 8.2 2,685.8
Notes:

1. For the AS (Column G), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 134 MW and regulation of 48 MW on average monthly long term basis.

2. Sacramento and American Rivers at base flows with water forecasts deteriorating to well below normal values. New Melones being increased to compensate for low Vernalis flow. Trinity Diversions at zero.
Delta pumping at min levels for February Delta outflow, San Luis being drawn down (generating) for water demands. Keswick area transmission project limiting peaking capability.



